[

VENT-DISCHARGE

LINE ABOVE ROOF — )

(E) HIGH BAY
ROOF

0

IMASTER ALARM
VACUUM SWITCH

FROM LAB
VACUUM
PIPING
SYSTEM

GAUGE

BYPASS
VALVE

N.C.

e

11

D4

%(_..,DRMD LEG(S) AS

REQUIRED (ONE AS
CLOSE AS POSSIBLE
TO THE PUMP)

FLOW CONTROL
MANUAL VALVE

3

CHECK VALVE

%
:

VACUUM | | VACUUM
PUMP PUMP

Z1 IN 71 [N

RECEIVER

FLEXIBLE CONNECTOR
(TYP.)

EQUIPMENT # MP—-0O1

SYSTEM
/ X\ VACCUM PUMP DETAIL
\\29&// SCALE: NONE
LBNL STANDARD S -
VACCUM PUMP DETAIL i
SCALE NT§
UNIVERSITY OF CALIFORNIA LAWRENCE BERKELEY NATIONAL LABORATORY "R;g "°_" 1= S
FACILITIES DIVISION TS

T:\groups\ELECT\Romy\Mech_IHEM\Piping\P113 vac—pump.dwg




